
EXISTING INSULATION

NOTES:

1.

2.

NAILERS SHALL BE SECURELY ANCHORED TO THE DECK TO RESIST A FORCE

OF 300 POUNDS PER LINEAL FOOT IN ANY DIRECTION.

FOLLOW EXISTING SINGLE-PLY MFG. RECOMMENDATIONS FOR TIE-IN AND 

CLEANING MEMBRANE.

3. CLEAN EXISTING SINGLE-PLY MEMBRANE PRIOR TO HOT-AIR WELDING.

INSULATION

ROOF MEMBRANE

MEMBRANE FLASHING,

HOT-AIR WELDED

MANUFACTURER’S

FASTENER SYSTEM

TREATED WOOD NAILER

MATCH HEIGHT OF

INSULATION

EXISTING SINGLE-PLY

MEMBRANE

FLASHING TYPE AND

INSTALLATION AS PER

MEMBRANE MFG. 

RECOMMENDATION

COPING CAP SECURED

AS REQUIRED WITH

HOOK STRIP OR

GROMMETTED FASTENERS

MANUFACTURER’S

FASTENER SYSTEM

SUBSTRATE 

(SEEARCH/

STRUCT. DWGS.)
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